Victron Energy Cerbo GX Gobius for waste/water/fuel and other fluids
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Note: The Gobius Control unit and the Cerbo GX must
have a commun electrical ground.

Black/white

Connection example:
The analog output from the Gobius Control unit is connected to Cerbo
GX tank input #1.

Output #1 (tank full alarm, yellow cable) from the Gobius Control unit

is connected to Cerbo GX digital input #1.
+12 to +24 Volt

Output #2 (tank empty alarm, green cable) from the Gobius Control unit

is connected to Cerbo GX digital input #2. G

Setup the Gobius Control unit output for 10-180 Ohms and Cerbo GX 0 Volt Gobius Sensor Technology AB

tank #1 input for 0-180 Ohm. Tile  Connection of Gobius to Cerbo GX
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